
TROUBLESHOOTING THE SERIAL SIGNAL
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Remove wire on terminal 3 from 
terminal block and take DC voltage 
readings between terminals 3 & 
Ground, if fluctuating voltage is not 
present DEFECTIVE INDOOR 
CONTROLLER PCB
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TERMINAL 3 OPEN
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